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30 MIL. PLASTIC

@ DOUBLE CHECK VALVE ASSEMBLY WITH 0O.S. & Y. VALVES
@ BYPASS METER WITH FEBCO 805, WMLKINS DCDA 2-1 /2" TO 6", OR 950DA 2-1 /2" TO 10"
DOUBLE CHECK VALVE ASSEMBLY OR APPROVED EQUAL.
@ EXPOSED PIPING TO BE INSULATED
@ ALL FLANGED FITTINGS WHICH ARE BURIED SHALL HAVE PLASTIC WRAP, 30 MIL
@ ALL FIRE LINE CONNECTIONS ARE REQUIRED TO HAVE A DETECTOR CHECK, ASSEMBLY FOR
A BACKFLOW DEVCE
@ ALL THREE SIDES MUST BE LANDSCAPED AND SCREENED OR A "WEATHERGUARD BLANKET®,
OR "LOKBOX”, OR APPROVED EQUAL SHALL BE USED IN LIEU OF LANDSCAPING.
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